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KEY NOTES

1. MOUNT A5145, HOOK, AT 1372 [4'-6"] AFF. PROVIDE 2-A5145'S FOR NAVY PROJECTS ONLY.
MOUNT 1~A5145 AT 1372 [4'-6"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

P8710, PLUMBING WALL BOX, WITH COLD AND HOT WATER AND DRAIN, IS OPTIONAL.

SIZE OF ROOM MAY VARY ACCORDING TO THE NUMBER OF S2627'S, FIBER SCOPE WASHERS, NEEDED.

LENGTH OF E1500, WALL MOUNTED RAIL, TO BE DETERMINED BY MANUFACTURER/INSTALLER.
NUMBER OF E0918, SUPPLY LOCKERS, MAY VARY.

PROVIDE BOOSTER WATER HEATER AND APPROPRIATE POWER IF REQUIRED.

UTILITIES AND DEVICES INDICATED ARE FOR A CLINIC OR HOSPITAL WITH AN ALTERNATE
POWER SOURCE.

NogkeLN

CENTRAL STERILE, WASHER, SCOPE (CSWS3) 4.05.01
CENTRAL STERILE 0 1000 2000

FLOOR /EQUIPMENT PLAN 16.72 NSM (180 NSF) m
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KEY NOTES

1. UTILTES AND DEVICES INDICATED ARE FOR A CLINIC OR HOSPITAL WITH AN ALTERNATE
POWER SOURCE. WHERE NO ALTERNATE POWER SOURCE IS AVAILABLE PROVIDE BATTERY
BACKUP BALLAST.

CENTRAL STERILE, WASHER, SCOPE (CSWS3) 4.05.01
CENTRAL STERILE 0 1000 2000

CEILING PLAN m
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P2450
NOTES

1. SEE TYPICAL EQUIPMENT MOUNTING HEIGHTS BEGINNING ON SHEET 7.01.01.

KEY NOTES

1. MOUNT A5145, HOOK, AT 1372 [4'-6"] AFF. PROVIDE 2-A5145'S FOR NAVY PROJECTS ONLY.
MOUNT 1-A5145 AT 1372 [4'-6"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

2. LENGTH OF E1500, WALL MOUNTED RAIL, TO BE DETERMINED BY MANUFACTURER/INSTALLER.

3. NUMBER OF EQ918, SUPPLY LOCKERS, MAY VARY.

4. VACUUM SLIDE.

CENTRAL STERILE, WASHER, SCOPE (CSWS3) 4.05.01

CENTRAL STERILE 0 1000 2000

ELEVATIONS m
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Medical Equipment Room Guide Plates

4.04 Surgery (Inpatient & Ambulatory)

Plate Number 4.05.01
Room Name CENTRAL STERILE, WASHER, SCOPE
SEPS # CSWS3
Army Navy AF Utilities
JSN Nomenclature Qty Cat Cat Cat 1 2 3 4 5
A5075 Dispenser, Soap, Disposable 1 C C C
A5080 Dispenser, Paper Towel, SS, Surface Mounted A A A
A5106 Waste Disposal Unit, Sharps w/Glove Dispenser 1 C A C
A5145 Hook, Garment, Double, SS, Surface Mounted 1 A A A
C03G0  Cabinet, U/C/B, 2 Shelf, 2 Door, 36x30x22 2 A A A
CO3P0  Cabinet, Sink, U/C/B, 2 Door, 36x30x22 1 A A A
CEO030 Cabinet, W/H, 2 SH, 2 GDO, Sloping Top, 38x30x13 2 A A A .
CS8S150  Sink, SS, Single Compartment, 10x19x16 ID 1 A A A D
CTO50 Countertop, Stainless Steel 8 A A A
E0918 Locker, Supply, Endoscopy, Wall Mtd, 24"W x 14"D 3 C C C
E1500 Rail, MOD, W/MNTD, HX144XD 1 C C C
F2000 Basket, Wastepaper, Round, Metal, 18 H x 16 Dia. 1 C C C
F3200 Clock, Battery, 12" Diameter 1 C C C .
MO750 Flowmeter, Air, Connect w/50 PSI Supply 1 C C C K
MO765  Regulator, Vacuum 1 C C C B
M3072  Frame, Infectious Waste Bag w/Lid 1 C C C .
P1965 Eyewash Station, Eye/Face, Sink Mounted 1 A A A A
P2450 Valve, Mixing, Thermostatic 1 A A A A
P8710 Utility Center, Plumbing Connection 3 A A A D .
S2627 Washer, Fiber Scope 3 C C C B B
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